TYPICAL GROUND ROOD INSTALLATION DETAIL

- DRAWING SYMBOL
- TOGETHER:
  THREE SECTION ROOD CABLELED
  ENCASED STEEL GROUND ROOD.
  5/8" DIAMETER x 2" COPPER

SCHEDULE 80 PVC

PROTECTION COMPANY #625PVC
TEST WELL HARCER LEHTNING
PROVIDE FLUSH ON GRADE

- CAST IRON TOP COVER

UNDERGROUND CONDUIT INSTALLATION

- SAND BACKFILL
- 12" MINIMUM

- SCHEDULE 80 PVC

- MINIMUM

- FOOTING LENGTH OF METALLIZED WARNING