PROVIDE SCREENED, DOWNWARD-FACING PVC BEND IN ACCORDANCE WITH FAC 62-555 SECTION 320(21)(B) REQUIREMENT

24" MINIMUM

FINISH GRADE

30" MINIMUM

1% MINIMUM SLOPE

1" BRASS PIPE

1" BRASS CORPORATION STOP (SEE COUNTY APPROVED PRODUCT LIST, APPENDIX F)

1" DOUBLE STRAP TAPPING SADDLE BRASS

WATER MAIN

#57 STONE

6" MINIMUM

BRASS BEND (TYP)

1" BRASS CORPORATION STOP (SEE COUNTY APPROVED PRODUCT LIST, APPENDIX F) WITH COUPLING AS NECESSARY

SCHEDULE 80 NIPPLE

COMBINATION AIR RELEASE VALVE (SEE COUNTY APPROVED PRODUCT LIST, APPENDIX F)

STAINLESS STEEL POST WITH STAINLESS STEEL HARDWARE AND STAINLESS STEEL LOCKING HASP WITH BRASS LOCK (KEYED FOR COLlier COUNTY)

PEDESTAL HOUSING (SEE COUNTY APPROVED PRODUCT LIST, APPENDIX F)

POTABLE WATER
AIR RELEASE VALVE DETAIL

W-5

NTS

REVISED: AUGUST 2008