CONFORM TO NSF STANDARD 61.
5. All components that come into contact with drinking water shall be NSF-61 Compliant.
4. At time of acceptance, water department will install 2" meter box requirements.
3. See technical specifications section 321200 for gate valve and valve box.
2. Automatic flushing device shall be shut off until main line has been bacteriologically tested.
1. Piping shall be installed up to 2" curb stop with valve box and automatic flushing device base (see county approved automatic flushing device).