SEWER MANHOLE FRAME AND COVER (SEE COUNTY APPROVED PRODUCT LIST, APPENDIX F) WITH (4) 1” VENT HOLES

30” MINIMUM

24” RCP

CHECK VALVE (SEE COUNTY APPROVED PRODUCT LIST, APPENDIX F)

3/4” GRAVEL

NEW FORCE MAIN (PRIVATE LINE)

FLOW

12” MINIMUM

PLUG VALVE

VALVE BOX

PRIVATE FORCE MAIN CONNECTION TO COUNTY FORCE MAIN DETAIL

NTP

REVISION DATE:
JULY 2018

SHEET NO.
WW-2